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PROJECT NOTES: | EGEND
1. PROVIDE OUTLET BOX EXTENSION RINGS FOR ALL OUTLETS SHOWN AS EXISTING TO REMAIN, AS REQUIRED TO ACCOMMODATE WALL THICKNESS INCREASED BY NEW WALL FINISHES.
PROVIDE BRUSHED STAINLESS STEEL DEVICE PLATE FOR ALL NEW AND EXISTING OUTLETS. S SINGLE POLE SWITCH, 277V, 20A
2. PROVIDED IP20A CIRCUIT BREAKERS IN EXISTING PANEL FOR ALL NEW BRANCH CIRCUITS SHOWN. ASSIGN CIRCUIT NUMBERS IN FIELD AND UPDATE PANEL DIRECTORY. Ss 3 WAY SWITCH, 277V, 20A
|
3. COORDINATE MOUNTING HEIGHT AND EXACT LOCATION OF TV RECEPTACLES WITH ARCHITECTURAL WALL SECTION. So WIDE RANGE FLUORESCENT DIMMING WALL SWITCH t J 5 j t].=.§ =
N S— — |
4. PROVIDE RIGID STEEL CONDUITS BELOW FLOOR (ABOVE HUNG CEILING ON FLOOR BELOW) FROM FLOOR OUTLET TO RECESSED J-BOX SHOWN. POWER CONDUIT TO BE %", DATA :@ STANDARD DUPLEX ELECTRICAL RECEPTACLE, 120V., UNLESS OTHERWISE NOTED. MOUNT AT W L=
CONDUIT 2", 18" A.F.F. UNLESS OTHERWISE NOTED. PROVIDE WHITE PLASTIC COVERS. "e” INDICATES :
EXISTING TO REMAIN, "#" INDICATES MOUNTING HT, AFF.
5. THE CONTRACTOR SHALL RETAIN THE SERVICES OF AN APPROVED AUDIO/VIDEQ SUBCONTRACTOR, EXPERIENCED AND SPECIALIZED IN THE INSTALLATION, PROGRAMMING AND
COMMISSIONING OF ALL A/V EQUIPMENT SHOWN. PROVIDE ALL COMPONENTS, WIRING AND PROGRAMMING TO MAKE FULLY FUNCTIONAL SYSTEMS WHETHER SHOWN ON PLANS OR NOT. ] |
BASIS OF DESIGN IS AMX "RMS ENTERPRISE” SYSTEM. COMPETITIVE SYSTEMS HAVING EQUAL OR GREATER CAPABILITY MAY BE SUBMITTED FOR APPROVAL. (D) FLOOR MOUNTED DUPLEX ELECTRICAL RECEPTACLE, 120V, 20A
6.  THE CONTRACTOR SHALL RETAIN THE SERVICES OF THE TRI-M GROUP (610-444-1002) TO INSTALL A LENEL EXPANDABLE SECURITY PANEL IN THE 7TH FLOOR AND 8TH FLOOR
ELECTRIC CLOSETS, AND CONNECT TO EXISTING CAMPUS WIDE SECURITY SYSTEM. INSTALL A CARD READER AND ELECTRICAL DOOR STRIKE AT TWO LOCATIONS SHOWN, WIRED TO NEW \V/ FLOOR MOUNTED TELEPHONE/DATA JACK
SECURITY PANEL ON SAME FLOOR.
7. ALL TELEVISION, TELEPHONE AND NETWORK WIRING SHALL BE RUN TO APPROPRIATE SWITCHES IN UTILITY CLOSETS ADJACENT TO CENTRAL ELEVATORS. ALL SWITCHES PROVIDED BY VA, ) JUNCTION BOX, 4’x4" RECESSED UNO
TERMINATIONS BY CONTRACTOR.
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